1" CUSTOMER
LINE

—

1" WATER METER
~

VAULT COVER NOT

SHOWN FOR CLARITY

2" x 1" BRASS

FLANGE REDUCER

2” @ CURB STOP

27 3/4"

/_ 2" ¢ POLY
TUBING

4 FLOW

COVER & METER BOX
MATERIALS:

FIBERGLASS REINFORCED

POLYMER

‘ 30 3/4”
40 3/4”

.5'x5’ CONCRETE M

.SLAB N.T.S.

(SIDEWALK)

VAULT COVER

1” WATER METER

5'x5’ CONCRETE
SLAB(SIDEWALK)

<

1

VAULT WALLS

_.-——2" ¢ CURB STOP

1”7 BRASS NIPPLE
TO BE EXTENDED
BEYOND THE BACK

BLY e e (o] e

\ J
x—»TO WATER MAIN
2" x 1" BRASS
FLANGE REDUCER
4" THICK #57 PEA
ROCK COMPACTED

OF SIDEWALK TO 90% DENSITY
1 COUP"UNG 1" @ POLY TUBING
1 TAlLPlECE 1" COUPLING
17 GASKET
1" TAILPIECE
SECTION  NoTe: 1" GASKET
N.T.S 1. METER BOX AND COVER IN TRAFFIC ARE TO
T BE HS—20 RATED.
2. ALL BRASS FITTINGS TO BE LEAD FREE
MATERIAL.
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